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CONSTRUCTION NOTES

,REMOVE PLUG FROM EXISTING STUBOUT. CONTRACTOR TO
FIELD LOCATE STUBOUT. SHOWN IN APPROX. LOACTION.

), INSTALL NEW FORCE MAIN PIPING AS SHOWN ON PLAN AND
PROFILE. SEE SHEET A-C8 FOR TYPICAL TRENCH
RESTORATION.

INSTALL CATCH BASIN OR MANHOLE PER COS DETAIL 705,
706, 707, 708, 709, 714, 716. STRUCTURE TYPE AS
INDICATED ON THE PLAN. STATION AND OFFSET OR N/E ARE
TO CENTER OF STRUCTURE UNLESS OTHERWISE NOTED.

REMOVE EXISTING FLOW CONTROL STRUCTURE AND 18" CMP
INLET PIPE.

INSTALL ROCK WALL PER DETAIL ON SHEET A-CS.

INSTALL FLOW CONTROL STRUCTURE WITH FROP-TEE PER
DETAIL ON SHEET A—C9. INSTALL PER STRUCTURE
PLACEMENT DETAIL ON SHEET A-C7.

. INSTALL CHAIN LINK FENCE TYPE 3 PER WSDOT STD PLAN
L—20.10-00, AND DOUBLE 14’ CHAIN LINK GATE PER WSDOT
STD PLAN L-30.10-00.

CONSTRUCT ACCESS ROAD PER DETAIL ON SHEET A-CB.
FINAL GRADING/TRANSITION AS FIELD DIRECTED BY ENGINEER.

INSTALL PIPE INLET PROTECTION PER DETAIL ON SHEET
A-C9.

BEVEL PIPE ENDS PER COS DETAIL 701.
INSTALL TRASH RACK PER COS DETAIL 702.

CONTRACTOR TO PROVIDE STORMWATER PUMP STATION PER
SPECIFICATIONS.

LINSTALL ENERGY DISSIPATOR PER DETAIL ON SHEET A-C9.
) CONNECT NEW STORM DRAIN PIPE TO EXISTING 24" CONC
PIPE. INSTALL NEW PIPE WITH BELL END CONNECTING TO
EXISTING PIPE.

CONSTRUCT LEAKY BERM PER WATER QUALITY RING DETAIL
ON SHEET A-C8.

CONSTRUCT BIORETENTION SWALE PER WATER QUALITY RING
DETAIL ON SHEET AND A-C8.

CONNECT EXISTING STORM DRAIN PIPE TO NEW CATCH BASIN.
CUT EXISTING PIPE.

INSTALL PIPE OUTFALL PROTECTION WITH SPILL RELIEF PER
DETAIL ON SHEET A—CB8.

INSTALL CHECK VALVE PER DETAIL ON SHEET A-C7.
INSTALL TRASH RACK TYPE 2 PER DETAIL ON SHEET A-C7.
ELECTRICAL METER LOCATION, CONTRACTOR TO PROVIDE
STAMPED ELECTRICAL ENGINEER DRAWINGS FOR CONNECTION
OF POWER AND CONTROLS FROM METER TO PUMPS.
CONNECT PIPE TO PUMP STATION SEE SPECIFICATIONS.
INSTALL NEW STORM DRAIN PIPING AS SHOWN ON PLAN
AND/OR PROFILE. SEE SHEET A-C7 FOR TYPICAL TRENCH
RESTORATION. FOR STORM DRAIN SECTIONS OF LATERAL
PIPES ALONG NW 185TH ST SEE DETAIL ON SHEET A-C7.
INSTALL DRAINAGE SWALE PER DETAIL ON SHEET A-C9.

INSTALL AIR/VAC VALVE STRUCTURE PER DETAIL ON SHEET
A—C10. VENT PIPE LOCATION AS SHOWN ON PLANS.

INSTALL BUTTERFLY VALVE 20 IN. PER WSDOT STD
SPECIFICATION 7—12 AND INSTALL 2FT X 2FT HMA PAD AT
SURFACE 2" THICK OVER 4" CSTC.

INSTALL ASPHALT THICKENED EDGE PER DETAIL ON SHEET
A-C10.

INSTALL VANED GRATE PER COS DETAIL 726.
INSTALL CONCRETE GENERATOR PAD PER DETAIL ON SHEET
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A-C9. SEE DETAIL FOR N/E OF PAD PLACEMENT.

INSTALL 1FT DEEP HEAVY LOOSE RIPRAP FOR SLOPE
PROTECTION PER PROJECT SPECIFICATIONS.

RELOCATE SIGN TO EDGE OF PAVEMENT.

RELOCATE MAILBOXES TO EDGE OF PAVEMENT.

REMOVE EXISTING TREE/SHRUB.

L PAINT EDGE LINE PER WSDOT STD PLAN M-20.10-01.
), CONTRACTOR TO ADJUST MONUMENT CASE AND COVER.

INSTALL 6" OF GRAVEL BASE OVER COMPACTED GROUND ON
POND BERM.

CONTRACTOR TO ADJUST MANHOLE.

INSTALL 5" SCHEDULE 80 CONDUIT FROM POWER POLE TO
ELECTRICAL METER PER SCL STD PLAN 7345.2

INSTALL HANDHOLE PER SCL STD PLAN 7203.08

INSTALL TRANSFORMER VAULT PER SCL STD PLAN U2-14.2,
TRANSFORMER TO BE CITY PROVIDED.

UTILITY SCHEDULE

UTILITY LOCATION IS APPROXIMATE. PRIOR TO TRENCHING THE
CONTRACTOR SHALL POTHOLE AND FIELD LOCATE ALL
POTENTIAL UTILITY CONFLICTS AND NOTIFY THE ENGINEER OF
ANY NECESSARY ADJUSTMENTS TO THE PROPOSED PIPING.

EXISTING WATER SERVICE.
EXISTING WATER MAIN.

EXISTING GAS SERVICE.
EXISTING SANITARY SEWER MAIN.

PROTECT EXISTING UTILITIES FROM DAMAGE DURING
CONSTRUCTION.

(o8 (9,3 €3 %) LY

7 }UTILITY IS SHOWN AT ITS STANDARD/TYPICAL DEPTH. PRIOR
TO TRENCHING THE CONTRACTOR SHALL POTHOLE AND FIELD
LOCATE UTILITY AND NOTIFY THE ENGINEER OF ANY
NECESSARY ADJUSTMENTS TO THE PROPOSED PIPING.
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